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§195.122

§195.122 Fabricated branch connec-
tions.

Each pipeline system must be de-
signed so that the addition of any fab-
ricated branch connections will not re-
duce the strength of the pipeline sys-
tem.

§195.124 Closures.

Each closure to be installed in a pipe-
line system must comply with the
ASME Boiler and Pressure Vessel Code,
section VIII, Pressure Vessels, Division
1, and must have pressure and tempera-
ture ratings at least equal to those of
the pipe to which the closure is at-
tached.

§195.126 Flange connection.

Each component of a flange connec-
tion must be compatible with each
other component and the connection as
a unit must be suitable for the service
in which it is to be used.

§195.128 Station piping.

Any pipe to be installed in a station
that is subject to system pressure must
meet the applicable requirements of
this subpart.

§195.130 Fabricated assemblies.

Each fabricated assembly to be in-
stalled in a pipeline system must meet
the applicable requirements of this
subpart.

§195.132 Design and construction of
aboveground breakout tanks.

(a) Each aboveground breakout tank
must be designed and constructed to
withstand the internal pressure pro-
duced by the hazardous liquid to be
stored therein and any anticipated ex-
ternal loads.

(b) For aboveground breakout tanks
first placed in service after October 2,
2000, compliance with paragraph (a) of
this section requires one of the fol-
lowing:

(1) Shop-fabricated, vertical, cylin-
drical, closed top, welded steel tanks
with nominal capacities of 90 to 750
barrels (14.3 to 119.2 m3) and with inter-
nal vapor space pressures that are ap-
proximately atmospheric must be de-
signed and constructed in accordance
with API Specification 12F.

49 CFR Ch. I (10-1-13 Edition)

(2) Welded, low-pressure (i.e., inter-
nal vapor space pressure not greater
than 15 psig (103.4 kPa)), carbon steel
tanks that have wall shapes that can
be generated by a single vertical axis of
revolution must be designed and con-
structed in accordance with API Stand-
ard 620.

(3) Vertical, cylindrical, welded steel
tanks with internal pressures at the
tank top approximating atmospheric
pressures (i.e., internal vapor space
pressures not greater than 2.5 psig (17.2
kPa), or not greater than the pressure
developed by the weight of the tank
roof) must be designed and constructed
in accordance with API Standard 650.

(4) High pressure steel tanks (i.e., in-
ternal gas or vapor space pressures
greater than 15 psig (103.4 kPa)) with a
nominal capacity of 2000 gallons (7571
liters) or more of liquefied petroleum
gas (LPG) must be designed and con-
structed in accordance with API Stand-
ard 2510.

[Amdt. 195-66, 64 FR 15935, Apr. 2, 1999]

§195.134 CPM leak detection.

This section applies to each haz-
ardous liquid pipeline transporting liqg-
uid in single phase (without gas in the
liquid). On such systems, each new
computational pipeline monitoring
(CPM) leak detection system and each
replaced component of an existing CPM
system must comply with section 4.2 of
API 1130 in its design and with any
other design criteria addressed in API
1130 for components of the CPM leak
detection system.

[Amdt. 195-62, 63 FR 36376, July 6, 1998]

Subpart D—Construction

§195.200 Scope.

This subpart prescribes minimum re-
quirements for constructing new pipe-
line systems with steel pipe, and for re-
locating, replacing, or otherwise
changing existing pipeline systems
that are constructed with steel pipe.
However, this subpart does not apply
to the movement of pipe covered by
§195.424.
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